
 

 

 

 

 

 
 

 

MEMORANDUM 
 

 

DATE:  March 27, 2019  

 

TO:   Third Party Inspection Agencies and Modular Manufacturers 

 

FROM:   Shane Phelps 

  Building Code Consultant  

  Manufactured Building Division 

 

RE:  Site Installed Roof Systems in NC Modular Units  

 

 

Question:  

  

What is required for a plan submittal and approval for units where the roof system will be installed on-site by 

others? 

 

Answer:  

 

The roof design whether it consists of a truss system or using other structural components, must be included with 

the submittal. Modular manufacturers must follow, either, the prescriptive Code or provide the engineering 

analysis that demonstrates that the modular units will be adequately constructed and the Third Party Agency must 

verify the modular units are designed to be structurally sufficient for the loads during the plan review and 

inspection process. The modular manufacturer must know what loads are being applied to design the modular 

units and the Third Party Agencies must know in order to approve the entire structure.  

 

The structural connection from the roof to the modular portions can be by others, but the plans must clearly 

indicate that in both the plans and on the cover sheet under the “Items not inspected” section. By providing the 

roof design, the local inspectors will be able to verify, if, what was submitted matches what is being constructed 

in the field. Third Party Agencies must verify compliance during plan review and during the plant inspections to 

insure all modular units are constructed in compliance with the Code and the approved plans.  The LAHJ will 

verify that the components used on site comply with the plans.   

 

 

 

 

cc: Joseph H. Sadler, P.E. – Deputy Commissioner 

C. Patrick Walker, P.E. – Technical Services Manager 

 Michael J. Hamm, P.E. – Chief Building Code Consultant 
 


